Study on the numerical predictive accuracy of wind pressure distribution and air flow characteristics. Part 1: Optimization of turbulence models for practical use

T. Endo, T. Kurabuchi, M. Ishii and K. Komamura
Tokyo University of Science, Japan

E. Maruta
Nihon University, Japan

T. Sawachi
National Institute of Land and Infrastructure Management, Japan

ABSTRACT

To evaluate wind pressure distribution on a building by using CFD (computational fluid dynamics), it has been generally practiced to use k-ε models. However, it is known that the use of the standard k-ε model has disadvantages such as overestimation of wind pressure coefficient and turbulent kinetic energy on the windward surface where wind impinges on the building. To overcome these problems, various modifications of the k-ε model have been proposed. In the present study, a number of modified k-ε models and RSM (Reynolds Stress equation Model) were applied for the estimation of wind pressure distribution on the building, which was designed in parallelepiped shape, and the characteristics in each of these models were confirmed. The results of the present study suggest that the modified k-ε model incorporating Durbin’s limiter (model parameter α=0.5) showed satisfactory results for the estimation of wind pressure. In the overall evaluation, the modified k-ε model incorporating Durbin’s limiter (α=0.65) and the modified k-ε model incorporating renormalization group theory (RNG) provided good results.

1. INTRODUCTION

For the estimation of wind load on a building or for the prediction of ventilation flow rate, it is essential to have the data of wind pressure distribution with high accuracy. At present, these data can be acquired by wind tunnel experiment or CFD. In wind tunnel experiment, it would be difficult to make evaluation on various shapes and to perform various case studies because of the problems in labor and cost. In this respect, the method by using CFD is applied. In particular, it appears to be practical to use k-ε model, which is inexpensive in cost and is used widely. However, it is known that the standard k-ε model commonly used has disadvantages such as overestimation of wind pressure coefficient and turbulent kinetic energy on the windward surface where the wind impinges on the building. In contrast to this, LK model (Launder and Kato, 1993) and MMK model (Murakami et al., 1996) have been proposed, but each of these models has merits and demerits and cannot be considered as optimal model for practical application. In this respect, in the present study, various modified types of k-ε models (such as RNG, incorporation of Durbin’s limiter), k-ω model, Reynolds stress equation model, etc. showing satisfactory results were used, and the study was performed on the accuracy to predict wind pressure distribution on building for the purpose of proposing an optimal model suitable for practical application. In Part 1, we will study on a building of rectangular parallelepiped shape, and the characteristics of each method were confirmed. In Part 2, we study the cases where this is applied to housing models of complicated shape.

2. VARIOUS TURBULENCE MODELS AND ANALYTICAL METHODS

The turbulence models evaluated in the present study and analytical methods used are summa-
Table 1: Analytical methods.

<table>
<thead>
<tr>
<th></th>
<th>k-ε</th>
<th>k-ω</th>
</tr>
</thead>
<tbody>
<tr>
<td>No modification</td>
<td>Modification of Reynolds stress term</td>
<td>Modification of ε equation</td>
</tr>
<tr>
<td>Standard</td>
<td>Quadratic</td>
<td>RNG</td>
</tr>
<tr>
<td></td>
<td></td>
<td>Quadratic</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

These models were handled on standard STAR-CD platform and with user subprograms.

3. EVALUATION METHOD

The study was performed on the building of 2:2:1 as shown in Figure 1. Calculation was made on the condition where boundary layer flow is turned to approaching flow with 1/4th power distribution. Wind direction was set to 0 degree. Total number of meshes was set to 340,000 meshes. Evaluation was made on the maximum value and distribution configuration of wind pressure and of turbulent kinetic energy, and air flow around the building (reattachment point).
4. COMPARISON AND EVALUATION OF THE RESULTS

4.1 Wind pressure coefficient distribution

Figure 2 shows the distributions of wind pressure coefficient. Comparison was made with the results of available wind tunnel experiment (Murakami et al., 1996). In the standard k-ε model, the reproducibility was poor for the maximum value, the distribution configuration on windward surface and roof surface as in the previous experience. The distribution configuration on lateral surface was relatively satisfactory, while minimum value was underestimated. Durbin model ($\alpha=0.65$) showed good results in the maximum value, the distribution configuration on windward surface and roof surface, while the results of distribution on lateral surface was not satisfactory. In the distribution on lateral surface, the results of Durbin model ($\alpha=0.80$) was relatively good. Durbin model ($\alpha=0.5$) and RSM model showed the results with the highest reproduction accuracy.

4.2 Reattachment point of separation air flow

From the viewpoint of the evaluation of wind environment near the building, it is important whether the reattachment point is present or not and how long is the distance to it. Figure 3 shows the comparisons of reattachment points of roof
surface and wake region. Only in Durbin model (α=0.5, 0.65), Suga’s Quadratic model and Suga’s Cubic model, the reattachment on roof surface of the building was appeared. However, on the distance of the reattachment point, the results were not satisfactory in almost all models. In all models, reattachment on wake region was appeared. In particular, Durbin model (α=0.65, 1.0) and Suga’s Quadratic model showed good results.

In almost all models, the reattachment on lateral surface on building was appeared. The results are given in Figure 4. Since there is no data of wind tunnel experiment, it is difficult to evaluate exactly. Though, the variation in each value is small.

4.3 Turbulent kinetic energy

The results in the turbulent kinetic energy distribution of wind tunnel experiment and CFD are shown in Figure 5. In the models such as the standard k-ε model, the peak value is found on front edge of roof surface of the building. On the other hand, in the models such as RSM, Suga’s Quadratic model, and Durbin model (α=0.65), the maximum value was confirmed on roof surface of the building just as in the results of the experiment.

4.4 Comprehensive evaluation

The results of evaluation on all models are summarized in Table 2. Also, the features of each model found are given in the remarks column. In the reproducibility of wind pressure coefficient, Durbin model (α=0.5) and RSM provided the most satisfactory evaluation results. In the overall evaluation, RNG model and Durbin model (α=0.65) showed good reproducibility as a whole and provided the highest evaluation results.
Table 2: Comprehensive evaluation.

<table>
<thead>
<tr>
<th>Evaluation item (method of wind pressure coefficient distribution)</th>
<th>Wind pressure coefficient (Cp)</th>
<th>Turbulent kinetic energy</th>
<th>Separation point</th>
<th>Comment</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Max (0.0-0.9)</td>
<td>%1 (%9)</td>
<td>%2 (%9)</td>
<td>%3 (%9)</td>
</tr>
<tr>
<td>Standard</td>
<td>1.27</td>
<td>-</td>
<td>-</td>
<td>0.24</td>
</tr>
<tr>
<td>Quadratic</td>
<td>0.90</td>
<td>-</td>
<td>-</td>
<td>-</td>
</tr>
<tr>
<td>Cubic</td>
<td>1.12</td>
<td>-</td>
<td>-</td>
<td>0.13</td>
</tr>
<tr>
<td>RSM</td>
<td>0.92</td>
<td>-</td>
<td>-</td>
<td>0.15</td>
</tr>
<tr>
<td>RNG</td>
<td>0.88</td>
<td>0.83</td>
<td>-</td>
<td>0.07</td>
</tr>
<tr>
<td>Durbin</td>
<td>0.82</td>
<td>0.87</td>
<td>-</td>
<td>0.11</td>
</tr>
<tr>
<td>Chen</td>
<td>1.21</td>
<td>-</td>
<td>-</td>
<td>0.16</td>
</tr>
<tr>
<td>SST</td>
<td>1.32</td>
<td>-</td>
<td>-</td>
<td>0.24</td>
</tr>
<tr>
<td>RSM</td>
<td>0.92</td>
<td>-</td>
<td>-</td>
<td>0.10</td>
</tr>
</tbody>
</table>

*1: The maximum value on windward surface is distributed near the center of it.
*2: The minimum value on roof surface is distributed at left and right of the front edge of it.
*3: The minimum value on lateral surface is distributed on upper part of it.
*4: The maximum value is distributed slightly rearward than the front edge.
*5: Distance from front edge.
*6: Distance from leeward surface.
*7: Distance from windward surface.

5. CONCLUSIONS

The findings obtained from the present study were as follows:

- In the reproduction accuracy of wind pressure coefficient distribution, Durbin model ($\alpha=0.5$) and RSM model showed the results with the highest reproduction accuracy.
However, it was found that Quadratic model, RNG model, and Durbin model ($\alpha=0.65, 0.8$) also have considerably high reproduction accuracy enough to be suitable for practical application.

- In the results of turbulent kinetic energy, Durbin model ($\alpha=0.65$), Suga’s Quadratic model, and RSM showed high reproduction accuracy.

- Regarding the distance of reattachment point of separation air flow, the results were not satisfactory in all of the models. On roof surface of the building, reproduction was observed in Durbin model ($\alpha=0.5, 0.65$), Suga’s Quadratic model, and Suga’s Cubic model, but these results showed higher value than the results of wind tunnel experiment.

- In the overall evaluation, it appears that RNG model and Durbin model ($\alpha=0.65$) showed the highest reproduction accuracy.

In Part 2, we study the cases where Durbin model and RNG model are applied to housing models of complicated shape.

REFERENCES


